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ADMINISTRATION BUILDING SEPTIC SYSTEM
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CONSTRUCTION NOTES
DETAIL

KEY SITE ELEMENT REFERENCE
4" PVC SDR 35 waste line. Length (/BTYB2)

and slope as indicated.

C
Sanitary sewer cleanout \W-2/

Point of connection to building sewer.
Coordinate with plumbing plans.

Remove cap and connect to existing
stub.

Enviroserver ES6 Septic effluent
storage and treatment tank

Enviroserver ES12 Septic effluent
storage and treatment tank
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Headworks box and accessories @

Pressure distribution manifold
(14" PVC SCH 40)
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[1] Return manifold (13" PVC SCH 40)
Performance well (3’ of 4" perforated @
PVC SCH 40)
Distribution field
Replacement field
[M] 3" pressurized dripline @ 3’ o.c.
Cap 4" sewer. Mark with 2"x2" stake
painted green.
[0] 3 PVC Sleeve
Field selection valve, size to match
[P] main. Normally closed where noted "NC”.
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@ STORM DRAIN CLEANOUT

EXISTING STORM DRAIN CLEANOUT

-_— e e — PERFORATED SUBDRAIN

4"
S5 LF EXISTING STORM DRAIN PIPE
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Q DOMESTIC WATER PIPE
INV IN=83.61 / EXISTING DOMESTIC WATER PIPE
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NOTES

1. PREPARE AND CLEAR AREA AROUND SEPTIC TANK PER
MANUFACTURER'S SPECIFICATIONS.

2. DO NOT PLANT TREES OR SHRUBS NEAR TANK OR
DISPOSAL FIELD.

3. ALL MATERIALS USED IN THE SEPTIC SYSTEM MUST BE
/ IAPMO APPROVED AND LISTED.

4. SEPTIC TANK TO BE INSTALLED AND MAINTAINED TO
/ PREVENT ENTRANCE OF RAIN, GROUNDWATER, OR
SURFACE WATER DRAINAGE.

5. ALL SEPTIC TANKS, DISTRIBUTION BOXES, RISERS, SEAMS,
JOINTS, AND UNIONS SHALL BE MADE WATERTIGHT.

6. TANK SHALL BE PERMANENTLY MARKED WITH CAPACITY
AND MANUFACTURER.

7. INSPECT TANK PRIOR TO INSTALLATION. TANKS THAT ARE
CRACKED, CAVED, OR STRUCTURALLY DEFICIENT SHALL
NOT BE ALLOWED.

8. AN EFFLUENT FILTER IS REQUIRED AT THE OUTLET OF
NEW SEPTIC TANKS.

9. PIPES TO HAVE WATERTIGHT JOINTS
10. DO NOT COMPACT EARTH WITHIN DISPOSAL AREA

11. SCARIFY BOTTOM AND SIDES OF DISPOSAL AREA
TRENCHES

12. PIPES, JOINTS, AND CONNECTIONS TO MEET MINIMUM
STANDARDS OF THE UPC, THE IAPMO, AND THE
MANUFACTURER'S SPECIFICATIONS.

FF=88.50 13. BACKFILL SHALL BE FREE OF LARGE ROCKS AND DEBRIS
THAT MAY DAMAGE THE PIPING, JOINTS, AND
CONNECTIONS.

14. TERMINAL ENDS OF THE PERFORATED PIPE IN THE LEACH
LINE SHALL BE CONNECTED TO THE RETURN MANIFOLD.

Q
8 15. ALL CLEANOUTS TO EXTEND TO GRADE AND ALLOW
CLEANING IN BOTH DIRECTIONS.
16. DO NOT INSTALL SEPTIC SYSTEM DURING SEASONAL WET
CONDITIONS.
Q
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